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ActivationDocument 1.1b

edi@enercy.

Datenformate Strom & Gas

Anwendungstabelle

04.10.2023

.. Abruf im Aufforderungsfall mit Delta-/Sollwertanweisung
ActivationDocument SD
Prozessschritt 1 2 3 4 5 6
ey . Element/ von NB (anwNB) DP EIV NB (anwNB) DP LF
Haufigkeit )

Attribut an DP EIV DP -> NB DP LF BKV
optional DtdBDEWNachrichtenVersion 1.1a 1.1a 1.1a 1.1a 1l.1a
1.1 xsd:sequence
1.1 Documentlidentification
required v X X X X X
1..1 DocumentVersion
required v X X X X X
1.1 DocumentType
required v A96 A96 A96 A96 A96
1.1 ProcessType
required v A4l A4l A4l A4l A4l
1..1 Senderldentification
required v MP-ID NB MP-ID DP MP-ID NB MP-ID DP MP-ID LF
required codingScheme A10|NDE A10|NDE A10|NDE A10|NDE A10|NDE
1..1 SenderRole
required v Al8 A39 Al8 A39 201
1..1 Receiverldentification
required v MP-ID DP MP-ID EIV MP-ID DP MP-ID LF MP-ID BKV
required codingScheme A10|NDE A10|NDE A10|NDE A10|NDE A10|NDE
1..1 ReceiverRole
required v A39 A27 A39 Z01 A08
1..1 CreationDateTime
required v X X X X X
1..1 ActivationTimelnterval
required v X X X X X
0.1 Orderldentification
required v
0.1 OrderldentificationVersion
required v
0.5 ActivationTimeSeries
1..1 xsd:sequence
1..1 Allocationldentification
required v X X X X X
0.1 ResourceProvider
required v MP-ID EIV MP-ID EIV MP-ID EIV MP-ID EIV MP-ID EIV
required codingScheme A10|NDE A10|NDE A10|NDE A10|NDE A10|NDE
1..1 BusinessType
required v A46|A85 A46|A85 A46|A85 A46|A85 A46|A85
1..1 AcquiringArea
required v 10YCB-GERMANY--8 10YCB-GERMANY--8 10YCB-GERMANY--8 10YCB-GERMANY--8 10YCB-GERMANY--8
required codingScheme AO01 AO01 AO01 AO01 AO1
1..1 ConnectingArea
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enercy.

Datenformate Strom & Gas

Abruf im Aufforderungsfall mit Delta-/Sollwertanweisung

ActivationDocument SD
Prozessschritt 1 2 4 5 6
. Element/ von| NB (anwNB) DP NB (anwNB) DP LF
Haufigkeit )
Attribut an DP EIV DP -> NB DP LF BKV
10YDE-VE------- 2| 10YDE-VE------- 2| 10YDE-VE------- 2| 10YDE-VE------- 2| 10YDE-VE------- 2|
10YDE-RWENET---I| 10YDE-RWENET---| 10YDE-RWENET---I| 10YDE-RWENET---I| 10YDE-RWENET---I|
required v 10YDE-EON------ 1] 10YDE-EON------ 1| 10YDE-EON------ 1| 10YDE-EON------ 1] 10YDE-EON------ 1|
10YDE-ENBW-----N | 10YDE-ENBW-----N | 10YDE-ENBW-----N | 10YDE-ENBW-----N | 10YDE-ENBW-----N |
10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3
required codingScheme AO1 AO01 AO01 AO1 AO01
1..1 MeasureUnit
required v MAW | P1 [2] MAW |P1 [2] MAW |P1 [2] MAW |P1 [2] MAW | P1 [2]
1..1 Direction
required v AO01|A02 AO01|A02 AO01|A02 AO01|A02 A01|A02
1..1 Status
required v A10 A10 A07 A07 A07
1..1 ResourceObject
required v SR-ID SR-ID SR-ID SR-ID SR-ID
required codingScheme NDE NDE NDE NDE NDE
0.1 SendersDocumentlidentification
v x [4] x [4] x [4] x [4] x [4]
0.1 SendersDocumentVersion
required v x [4] x [4] x [4] x [4] x [4]
0.1 SendersDocumentDateTime
required v
0.1 SendersTimeSeriesldentification
required v
0.1 OriginalSenderldentification
required v MP-ID NB MP-ID NB MP-ID NB
required codingScheme A10|NDE A10|NDE A10|NDE
0.1 OriginalDocumentidentification
required v X X X
0.1 OriginalDocumentVersion
required v X X X
0.1 OriginalDocumentDateTime
required v X X X
0.1 OriginalAllocationldentification
required v X X X
i Period
1..1 xsd:sequence
1..1 Timelnterval
required v X X X X X
1..1 Resolution
required v PT15M PT15M PT15M PT15M PT15M
1D Interval
1.1 xsd:sequence
Anwendungstabelle 04.10.2023

Seite 4 von 31



ActivationDocument 1.1b

1.1
required v

1.1
required

required v

1..1 xsd:sequence

1.1 ReasonCode

required v Z05|209|z10 205|209|210
0..1 ReasonText

1..1 xsd:sequence
1.1 ReasonCode
required v

0..1 ReasonText

required v

1.1 xsd:sequence

1.1 TimeSeriesldentification
required v

1.1 BusinessType
required v

1.1 Product
required v

1..1 InArea

required v

required codingScheme
1.1 OutArea
required v

required codingScheme
1..1 InParty

required v

required codingScheme

Anwendungstabelle
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Datenformate Strom & Gas

Y.

Z05|209|Z10 Z05|209|z710 Z05|209|z10
X X
07 07 Z07
8716867000016 8716867000016 8716867000016
10YDE-VE------- 2| 10YDE-VE------- 2| 10YDE-VE-------2|
10YDE-RWENET---I| 10YDE-RWENET---I| 10YDE-RWENET---I|
10YDE-EON------ 1] 10YDE-EON------ 1] 10YDE-EON---—--1|

10YDE-ENBW-----N |
10YFLENSBURG---3
A01

10YDE-ENBW-----N|
10YFLENSBURG---3
A01

10YDE-ENBW-----N |
10YFLENSBURG---3
A01

10VDE-VE-------2|
10YDE-RWENET---I |
10VDE-EON--—-1|
10YDE-ENBW----N |
10YFLENSBURG---3

10YDE-VE-------2|
10YDE-RWENET---I |
10YDE-EON-----1|
10YDE-ENBW---N |
10YFLENSBURG---3

10YDE-VE-——----2 |
10YDE-RWENET---|
10YDE-EON-——-1|
10YDE-ENBW-—--N |
10YFLENSBURG---3

AO1 A0l AO1
X X X
AO1 A01 AO1
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Datenformate Strom & Gas

1..1 OutParty

required v X X
required codingScheme AO01 AO01
1..1 MeasurementUnit

required v MAW
1..1 xsd:sequence

1..1 Timelnterval

required v X X
1.1 Resolution

required v PT15M PT15M
1..1 xsd:sequence

1.1 Pos

required v X X
1.1 Qty

required v X X
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Datenformate Strom & Gas

Abruf im Duldungsfall mit Sollwertanweisung

ActivationDocument SD
Prozessschritt 1 2 3 4 5 6
e Element/ von NB (anwNB) DP EIV EIV DP LF
Haufigkeit )

Attribut an DP EIV DP ->NB BTR LF BKV
optional DtdBDEWNachrichtenVersion 1.1a 1.1a 1.1a 1.1a 1.1a
1.1 xsd:sequence
1.1 Documentlidentification
required v X X X X X
1..1 DocumentVersion
required v X X X X X
1.1 DocumentType
required v A96 A96 A96 A96 A96
1.1 ProcessType
required v A4l A4l A4l A4l A4l
1..1 Senderldentification
required v MP-ID NB MP-ID DP MP-ID EIV DP MP-ID LF
required codingScheme A10|NDE A10|NDE A10|NDE A10|NDE A10|NDE
1..1 SenderRole
required v A18 A39 A27 A39 201
1..1 Receiverldentification
required v MP-ID DP MP-ID EIV MP-ID BTR MP-ID LF MP-ID BKV
required codingScheme A10|NDE A10|NDE A10|NDE A10|NDE A10|NDE
1..1 ReceiverRole
required v A39 A27 A21 201 A08
1..1 CreationDateTime
required v X X X X X
1..1 ActivationTimelnterval
required v X X X X X
0.1 Orderldentification
required v
0.1 OrderldentificationVersion
required v
0.5 ActivationTimeSeries
1..1 xsd:sequence
1..1 Allocationldentification
required v X X X X X
0.1 ResourceProvider
required v MP-ID EIV [3] MP-ID EIV [3] MP-ID EIV [3] MP-ID EIV [3] MP-ID EIV [3]
required codingScheme A10|NDE [3] A10|NDE [3] A10|NDE [3] A10|NDE [3] A10|NDE [3]
1..1 BusinessType
required v A85 A85 A85 A85 A85
1..1 AcquiringArea
required v 10YCB-GERMANY--8 10YCB-GERMANY--8 10YCB-GERMANY--8 10YCB-GERMANY--8 10YCB-GERMANY--8
required codingScheme AO01 AO1 AO01 AO01 AO1
1..1 ConnectingArea
Anwendungstabelle 04.10.2023
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Datenformate Strom & Gas

Abruf im Duldungsfall mit Sollwertanweisung

Anwendungstabelle

04.10.2023

ActivationDocument SD
Prozessschritt 1 2 4 5 6
ey . Element/ von NB (anwNB) DP EIV DP LF
Haufigkeit )
Attribut an DP EIV DP ->NB BTR LF BKV
10YDE-VE------- 2| 10YDE-VE------- 2| 10YDE-VE------- 2| 10YDE-VE------- 2| 10YDE-VE------- 2|
10YDE-RWENET---I| 10YDE-RWENET---1| 10YDE-RWENET---I| 10YDE-RWENET---I| 10YDE-RWENET---I|
required v 10YDE-EON------ 1| 10YDE-EON------ 1| 10YDE-EON------ 1] 10YDE-EON------ 1| 10YDE-EON------ 1|
10YDE-ENBW-----N | 10YDE-ENBW-----N | 10YDE-ENBW-----N | 10YDE-ENBW-----N | 10YDE-ENBW-----N |
10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3
required codingScheme AO01 AO1 AO1 AO01 AO01
1..1 MeasureUnit
required v P1 P1 P1 P1 P1
1..1 Direction
required v AO01|A02 AO01|A02 AO01|A02 AO01|A02 AO01|A02
1..1 Status
required v A07 A07 A07 A07 A07
1..1 ResourceObject
required v SR-ID SR-ID SR-ID SR-ID SR-ID
required codingScheme NDE NDE NDE NDE NDE
0.1 SendersDocumentlidentification
v x [4] x [4] x [4] x [4] x [4]
0.1 SendersDocumentVersion
required v x [4] x [4] x [4] x [4] x [4]
0.1 SendersDocumentDateTime
required v
0.1 SendersTimeSeriesldentification
required v
0.1 OriginalSenderldentification
required v MP-ID NB MP-ID NB MP-ID NB MP-ID NB
required codingScheme A10|NDE A10|NDE A10|NDE A10|NDE
0.1 OriginalDocumentidentification
required v X X X X
0.1 OriginalDocumentVersion
required v X X X X
0.1 OriginalDocumentDateTime
required v X X X X
0.1 OriginalAllocationldentification
required v X X X X
i Period
1..1 xsd:sequence
1..1 Timelnterval
required v X X X X X
1..1 Resolution
required v PT15M PT15M PT15M PT15M PT15M
1D Interval
1.1 xsd:sequence
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edi@enercy.

Datenformate Strom & Gas

Abruf im Duldungsfall mit Sollwertanweisung

ActivationDocument SD
Prozessschritt 1 2 3 4 5 6
. Element/ von| NB (anwNB) DP EIV EIV DP LF
Haufigkeit )
Attribut an DP EIV DP ->NB BTR LF BKV
1.1 Pos
required v X X X X X
1.1 Qty
required v X X X X X
0.2 Reason
1.1 xsd:sequence
1..1 ReasonCode
required v 205|209|210 Z05|209|z10 Z05|209|z10 Z05|z09|Z10 Z05|z09|z10
0.1 ReasonText
required v
0 .. unbounded Reason
1..1 xsd:sequence
1..1 ReasonCode
required v
0.1 ReasonText
required v
0 unbounded ScheduleTimeSeries [5] [5] [5] [5] [5]
1.1 xsd:sequence
1.1 TimeSeriesldentification
required v X X X X X
1.1 BusinessType
required v 207 207 207 207 207
1.1 Product
required v 8716867000016 8716867000016 8716867000016 8716867000016 8716867000016
1..1 InArea
10YDE-VE------- 2| 10YDE-VE------- 2| 10YDE-VE------- 2| 10YDE-VE------- 2| 10YDE-VE------- 2|
10YDE-RWENET---I| 10YDE-RWENET---I| 10YDE-RWENET---I| 10YDE-RWENET---I| 10YDE-RWENET---I|
required v 10YDE-EON------ 1| 10YDE-EON------ 1| 10YDE-EON------ 1| 10YDE-EON------ 1| 10YDE-EON------ 1|
10YDE-ENBW-----N | 10YDE-ENBW-----N | 10YDE-ENBW-----N | 10YDE-ENBW-----N | 10YDE-ENBW-----N |
10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3
required codingScheme A01 A01 AO1 A01 AO1
1.1 OutArea
10YDE-VE------- 2| 10YDE-VE---—---- 2| 10YDE-VE------- 2| 10YDE-VE---—---- 2| 10YDE-VE------- 2|
10YDE-RWENET---I| 10YDE-RWENET---1| 10YDE-RWENET---I| 10YDE-RWENET---I| 10YDE-RWENET---I|
required v 10YDE-EON------ 1| 10YDE-EON---—--- 1| 10YDE-EON----—-- 1| 10YDE-EON---—--- 1| 10YDE-EON---—-- 1]
10YDE-ENBW-----N| 10YDE-ENBW-----N | 10YDE-ENBW-----N | 10YDE-ENBW-----N | 10YDE-ENBW-----N |
10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3
required codingScheme AO01 AO01 AO01 A01 AO01
1..1 InParty
required v X X X X X
required codingScheme AO01 AO01 AO01 AO01 AO01

Anwendungstabelle
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1.1

OutParty

required v X
required codingScheme AO1
1..1 MeasurementUnit

required v

1..1 xsd:sequence

1..1 Timelnterval

required v X
1.1 Resolution

required v PT15M
1..1 xsd:sequence

1.1 Pos

required v X
1.1 Qty

required v X

Anwendungstabelle
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X X
A01 A01
MAW
X X
PT15M PT15M
X X
X X
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Datenformate Strom & Gas

.. 5 ) . ) Ubermittlung des Abrufs einer steuerbaren Ressource
.. Ubermittlung des Abrufs einer steuerbaren Ressource an anweisenden NB mit DP )
ActivationDocument SD an anweisenden NB ohne DP
Prozessschritt 1 2 3 4 1 2
Haufigkeit Element/ von| NB (anfNB) DP NB (anwNB) DP NB (anfNB) NB (anwNB)
Attribut an DP NB (anwNB) DP NB (anfNB) NB (anwNB) NB (anfNB)
optional DtdBDEWNachrichtenVersion 1.1a 1.1a 1.1a 1.1a 1.1a 1l.1a
1.1 xsd:sequence
1.1 Documentlidentification
required v X X X X X X
1..1 DocumentVersion
required v X X X X X X
1.1 DocumentType
required v A96 A96 A4l A4l A96 A4l
1.1 ProcessType
required v A4l A4l A4l A4l A4l A4l
1..1 Senderldentification
required v MP-ID NB MP-ID DP MP-ID NB MP-ID DP MP-ID NB MP-ID NB
required codingScheme A10|NDE A10|NDE A10|NDE A10|NDE A10|NDE A10|NDE
1..1 SenderRole
required v Al8 A39 Al8 A39 Al8 Al8
1..1 Receiverldentification
required v MP-ID DP MP-ID NB MP-ID DP MP-ID NB MP-ID NB MP-ID NB
required codingScheme A10|NDE A10|NDE A10|NDE A10|NDE A10|NDE A10|NDE
1..1 ReceiverRole
required v A39 Al8 A39 Al18 Al8 Al8
1..1 CreationDateTime
required v X X X X X X
1..1 ActivationTimelnterval
required v X X X X X X
0.1 Orderldentification
required v X X X
0.1 OrderldentificationVersion
required v X X X
0.5 ActivationTimeSeries
1..1 xsd:sequence
1..1 Allocationldentification
required v X X X X X X
0.1 ResourceProvider
required v MP-ID EIV [3] MP-ID EIV [3] MP-ID EIV [3] MP-ID EIV [3] MP-ID EIV [3] MP-ID EIV [3]
required codingScheme A10|NDE [3] A10|NDE [3] A10|NDE [3] A10|NDE [3] A10|NDE [3] A10|NDE [3]
1..1 BusinessType
required v A46|A85 A46|A85 A46|A85 A46|A85 A46|A85 A46|A85
1..1 AcquiringArea
required v 10YCB-GERMANY--8 10YCB-GERMANY--8 10YCB-GERMANY--8 10YCB-GERMANY--8 10YCB-GERMANY--8 10YCB-GERMANY--8
required codingScheme AO01 AO01 AO01 AO01 AO1 AO1
1..1 ConnectingArea
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Ubermittlung des Abrufs einer steuerbaren Ressource an anweisenden NB mit DP

Ubermittlung des Abrufs einer steuerbaren Ressource

ActivationDocument SD an anweisenden NB ohne DP
Prozessschritt 1 2 3 4 1 2
Haufigkeit Element/ von| NB (anfNB) DP NB (anwNB) DP NB (anfNB) NB (anwNB)
Attribut an DP NB (anwNB) DP NB (anfNB) NB (anwNB) NB (anfNB)
10YDE-VE------- 2| 10YDE-VE------- 2| 10YDE-VE------- 2| 10YDE-VE------- 2| 10YDE-VE------- 2| 10YDE-VE------- 2|

10YDE-RWENET---I| 10YDE-RWENET---1| 10YDE-RWENET---I| 10YDE-RWENET---I| 10YDE-RWENET---I| 10YDE-RWENET---I|

required v 10YDE-EON------ 1| 10YDE-EON------ 1| 10YDE-EON------ 1] 10YDE-EON------ 1| 10YDE-EON------ 1| 10YDE-EON------ 1|
10YDE-ENBW-----N| 10YDE-ENBW-----N | 10YDE-ENBW-----N | 10YDE-ENBW-----N | 10YDE-ENBW-----N | 10YDE-ENBW-----N |
10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3

required codingScheme A0l A0l A0l A0l AO1 AO1

1..1 MeasureUnit

required v MAW | P1 [2] MAW | P1 [2] MAW |P1 [2] MAW |P1 [2] MAW |P1 [2] MAW |P1 [2]

1..1 Direction

required v AO01|A02 AO01|A02 AO01|A02 AO01|A02 AO01|A02 AO01|A02

1..1 Status

required v Al10 Al10 AO6 AO06 Al10 A06

1..1 ResourceObject

required v SR-ID SR-ID SR-ID SR-ID SR-ID SR-ID

required codingScheme NDE NDE NDE NDE NDE NDE

0.1 SendersDocumentlidentification

v X X X

0.1 SendersDocumentVersion

required v X X X

0.1 SendersDocumentDateTime

required v

0.1 SendersTimeSeriesldentification

required v

0.1 OriginalSenderldentification

required v MP-ID anf. NB MP-ID anw. NB

required codingScheme A10|NDE A10|NDE

0.1 OriginalDocumentidentification

required v X X

0.1 OriginalDocumentVersion

required v X X

0.1 OriginalDocumentDateTime

required v X X

0.1 OriginalAllocationldentification

required v X X

i Period

1..1 xsd:sequence

1..1 Timelnterval

required v X X X X X X

1..1 Resolution

required v PT15M PT15M PT15M PT15M PT15M PT15M

1D Interval

1.1 xsd:sequence

Anwendungstabelle 04.10.2023
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Ubermittlung des Abrufs einer steuerbaren Ressource an anweisenden NB mit DP

Ubermittlung des Abrufs einer steuerbaren Ressource

ActivationDocument SD an anweisenden NB ohne DP
Prozessschritt 1 2 3 4 1 2
Haufigkeit Element/ von| NB (anfNB) DP NB (anwNB) DP NB (anfNB) NB (anwNB)
Attribut an DP NB (anwNB) DP NB (anfNB) NB (anwNB) NB (anfNB)
1.1 Pos
required v X X X X X X
1.1 Qty
required v X X X X X X
0.2 Reason
1.1 xsd:sequence
1..1 ReasonCode
required v Z05|209|z10 Z05|209|z10 A44|A95 A44|A95 Z05|209|z10 A44|A95
0.1 ReasonText
required v o o [¢]
0 .. unbounded Reason
1..1 xsd:sequence
1..1 ReasonCode
required v A57|A95|A96 AS57|A95|A96 A57|A95|A96
0.1 ReasonText
required v o
0 .. unbounded CabeelrnmeteiE [5] [5] [5] (5] [5] [5]
1.1 xsd:sequence
1.1 TimeSeriesldentification
required v X X X X X X
1.1 BusinessType
required v Z07 207 207 207 207 207
1.1 Product
required v 8716867000016 8716867000016 8716867000016 8716867000016 8716867000016 8716867000016
1..1 InArea
10YDE-VE------- 2| 10YDE-VE------- 2| 10YDE-VE------- 2| 10YDE-VE------- 2| 10YDE-VE------- 2| 10YDE-VE------- 2|
10YDE-RWENET---I| 10YDE-RWENET---I| 10YDE-RWENET---I| 10YDE-RWENET---I| 10YDE-RWENET---I| 10YDE-RWENET---I|
required v 10YDE-EON------ 1| 10YDE-EON------ 1| 10YDE-EON------ 1] 10YDE-EON------ 1| 10YDE-EON------ 1| 10YDE-EON------ 1|
10YDE-ENBW-----N | 10YDE-ENBW-----N | 10YDE-ENBW-----N| 10YDE-ENBW-----N | 10YDE-ENBW-----N| 10YDE-ENBW-----N|
10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3
required codingScheme AO01 AO01 AO01 AO1 AO01 AO01
1.1 OutArea
10YDE-VE------- 2| 10YDE-VE---—---- 2| 10YDE-VE------- 2| 10YDE-VE------- 2| 10YDE-VE------- 2| 10YDE-VE------- 2|
10YDE-RWENET---I| 10YDE-RWENET---1| 10YDE-RWENET---I| 10YDE-RWENET---I| 10YDE-RWENET---I| 10YDE-RWENET---I|
required v 10YDE-EON------ 1| 10YDE-EON---—--- 1| 10YDE-EON----—-- 1] 10YDE-EON---—--- 1| 10YDE-EON---—--- 1| 10YDE-EON---—-- 1]
10YDE-ENBW-----N| 10YDE-ENBW-----N | 10YDE-ENBW-----N | 10YDE-ENBW-----N | 10YDE-ENBW-----N | 10YDE-ENBW-----N |
10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3
required codingScheme AO1 AO1 AO1 AO1 AO1 AO1
1..1 InParty
required v X X X X X X
required codingScheme A01 A01 A01 A01 AO01 AO01
Anwendungstabelle 04.10.2023
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Datenformate Strom & Gas

.. Ubermittlung des Abrufs einer steuerbaren Ressource an anweisenden NB mit DP Ubermittlung des Abrufs einer steuerbaren Ressource

ActivationDocument SD an anweisenden NB ohne DP

Prozessschritt 1 2 3 4 1 2
Haufigkeit Element/ von NB (anfNB) DP NB (anwNB) DP NB (anfNB) NB (anwNB)
Attribut an DP NB (anwNB) DP NB (anfNB) NB (anwNB) NB (anfNB)

1.1 OutParty

required v X X X X X X

required codingScheme A01 A01 A01 A01 AO1 AO01

1..1 MeasurementUnit

required v MAW MAW MAW MAW MAW MAW

a4 Period

1.1 xsd:sequence

1..1 Timelnterval

required v X X X X X X

1.1 Resolution

required v PT15M PT15M PT15M PT15M PT15M PT15M

TG Interval

1.1 xsd:sequence

1..1 Pos

required v X X X X X X

1..1 Qty

required v X X X X X X
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Datenformate Strom & Gas

Abruf fiir eine Cluster-Ressource mit DP

Abruf fiir eine Cluster-Ressource ohne DP

ActivationDocument SD

Prozessschritt 1 2 3 4 1 2

von| NB (anfNB) DP NB (cNB) DP NB (anfNB) NB (cNB)
Haufigkeit
an| DP NB (cNB) DP NB (anfNB) NB (cNB) NB (anfNB)

optional DtdBDEWNachrichtenVersion 1.1a 1.1a 1.1a 1.1a 1.1a 1l.1a
1.1 xsd:sequence
1.1 Documentlidentification
required X X X X X X
1..1 DocumentVersion
required X X X X X X
1.1 DocumentType
required A96 A96 A4l A4l A96 A4l
1.1 ProcessType
required A4l A4l A4l A4l A4l A4l
1..1 Senderldentification
required MP-ID NB MP-ID DP MP-ID NB MP-ID DP MP-ID NB MP-ID NB
required codingScheme A10|NDE A10|NDE A10|NDE A10|NDE A10|NDE A10|NDE
1..1 SenderRole
required A18 A39 A18 A39 Al8 Al18
1..1 Receiverldentification
required MP-ID DP MP-ID NB MP-ID DP MP-ID NB MP-ID NB MP-ID NB
required codingScheme A10|NDE A10|NDE A10|NDE A10|NDE A10|NDE A10|NDE
1..1 ReceiverRole
required A39 A18 A39 Al18 Al8 Al18
1..1 CreationDateTime
required X X X X X X
1..1 ActivationTimelnterval
required X X X X X X
0.1 Orderldentification
required X X X
0.1 OrderldentificationVersion
required X X X
0.5 ActivationTimeSeries
1..1 xsd:sequence
1..1 Allocationldentification
required v X X X X X X
0.1 ResourceProvider
required v MP-ID NB MP-ID NB MP-ID NB MP-ID NB MP-ID NB MP-ID NB
required codingScheme A10|NDE A10|NDE A10|NDE A10|NDE A10|NDE A10|NDE
1..1 BusinessType
required v A46 A46 A46 A46 A46 A46
1..1 AcquiringArea
required v 10YCB-GERMANY--8 10YCB-GERMANY--8 10YCB-GERMANY--8 10YCB-GERMANY--8 10YCB-GERMANY--8 10YCB-GERMANY--8
required codingScheme AO01 AO1 AO01 AO01 AO1 AO1
1..1 ConnectingArea
Anwendungstabelle 04.10.2023
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Datenformate Strom & Gas

Abruf fiir eine Cluster-Ressource mit DP

Abruf fiir eine Cluster-Ressource ohne DP

ActivationDocument SD
Prozessschritt 1 2 3 4 1 2
. Element/ von| NB (anfNB) DP NB (cNB) DP NB (anfNB) NB (cNB)
Haufigkeit )
Attribut an DP NB (cNB) DP NB (anfNB) NB (cNB) NB (anfNB)
10YDE-VE------- 2| 10YDE-VE------- 2| 10YDE-VE------- 2| 10YDE-VE------- 2| 10YDE-VE------- 2| 10YDE-VE------- 2|

10YDE-RWENET---I| 10YDE-RWENET---| 10YDE-RWENET---I| 10YDE-RWENET---I| 10YDE-RWENET---I| 10YDE-RWENET---I|

required v 10YDE-EON------ 1| 10YDE-EON------ 1| 10YDE-EON------ 1] 10YDE-EON------ 1] 10YDE-EON------ 1] 10YDE-EON------ 1|
10YDE-ENBW-----N | 10YDE-ENBW-----N | 10YDE-ENBW-----N | 10YDE-ENBW-----N | 10YDE-ENBW-----N | 10YDE-ENBW-----N |
10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3

required codingScheme A01 A0l AO1 A01 AO1 AO1

1..1 MeasureUnit

required v MAW MAW MAW MAW MAW MAW

1..1 Direction

required v AO01|A02 AO01|A02 AO01|A02 AO01|A02 AO01|A02 AO01|A02

1..1 Status

required v A10 Al10 A06 A06 Al10 A06

1..1 ResourceObject

required v CR-ID CR-ID CR-ID CR-ID CR-ID CR-ID

required codingScheme NDE NDE NDE NDE NDE NDE

0.1 SendersDocumentlidentification

v X X X

0.1 SendersDocumentVersion

required v X X X

0.1 SendersDocumentDateTime

required v

0.1 SendersTimeSeriesldentification

required v

0.1 OriginalSenderldentification

required v MP-ID anf. NB MP-ID anw. NB

required codingScheme A10|NDE A10|NDE

0.1 OriginalDocumentidentification

required v X X

0.1 OriginalDocumentVersion

required v X X

0.1 OriginalDocumentDateTime

required v X X

0.1 OriginalAllocationldentification

required v X X

i Period

1..1 xsd:sequence

1..1 Timelnterval

required v X X X X X X

1..1 Resolution

required v PT15M PT15M PT15M PT15M PT15M PT15M

1D Interval

1.1 xsd:sequence
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Datenformate Strom & Gas

A Abruf fiir eine Cluster-Ressource mit DP Abruf fiir eine Cluster-Ressource ohne DP
ActivationDocument SD
Prozessschritt 1 2 3 4 1 2
. Element/ von| NB (anfNB) DP NB (cNB) DP NB (anfNB) NB (cNB)
Haufigkeit )
Attribut an| DP NB (cNB) DP NB (anfNB) NB (cNB) NB (anfNB)
1.1 Pos
required v X X X X X X
1.1 Qty
required v X X X X X X
0.2 Reason
1.1 xsd:sequence
1..1 ReasonCode
required v 205|209|210 Z05|209|z10 A44|A95 A44|A95 Z05|209|z10 A44|A95
0.1 ReasonText
required v o o [¢]
0 .. unbounded Reason
1..1 xsd:sequence
1..1 ReasonCode
required v A57|A95|A96 A57|A95|A96 A57|A95|A96
0.1 ReasonText
required v o o [¢]
0... unbounded ScheduleTimeSeries
1.1 xsd:sequence
1.1 TimeSeriesldentification
required v X X X
1.1 BusinessType
required v 207 207 207
1.1 Product
required v 8716867000016 8716867000016 8716867000016
1..1 InArea
10YDE-VE 2| 10YDE-VE------- 2| 10YDE-VE------- 2|
10YDE-RWENET---I| 10YDE-RWENET---I| 10YDE-RWENET---I|
required v 10YDE-EON------ 1| 10YDE-EON------ 1| 10YDE-EON------ 1|
10YDE-ENBW-----N| 10YDE-ENBW-----N|| 10YDE-ENBW-----N |
10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3
required codingScheme AO01 AO01 AO01
1.1 OutArea
10YDE-VE------- 2| 10YDE-VE------- 2| 10YDE-VE------- 2|
10YDE-RWENET---I| 10YDE-RWENET---I| 10YDE-RWENET---I|
required v 10YDE-EON------ 1] 10YDE-EON------ 1| 10YDE-EON---—- 1|
10YDE-ENBW-----N | 10YDE-ENBW-----N | 10YDE-ENBW-----N |
10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3
required codingScheme A01 A01 A01
1..1 InParty
required v X X X
required codingScheme A01 AO01 AO01
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Datenformate Strom & Gas
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A Abruf fiir eine Cluster-Ressource mit DP Abruf fiir eine Cluster-Ressource ohne DP
ActivationDocument SD
Prozessschritt 1 2 3 4 1 2
. Element/ von| NB (anfNB) DP NB (cNB) DP NB (anfNB) NB (cNB)
Haufigkeit )
Attribut an DP NB (cNB) DP NB (anfNB) NB (cNB) NB (anfNB)
1.1 OutParty
required v X X X
required codingScheme AO01 AO1 AO01
1..1 MeasurementUnit
required v MAW MAW MAW
Period
1.1
1.1 xsd:sequence
1..1 Timelnterval
required v X X X
1.1 Resolution
required v PT15M PT15M PT15M
Interval
92..100
1.1 xsd:sequence
1..1 Pos
required v X X X
1..1 Qty
required v X X X
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N Aktualisierung der Abrufriickmeldung fiir den Abruf einer CR mit DP Aktualisierung der.AbrufruckmeIdung fir
ActivationDocument SD den Abruf einer CR ohne DP
Prozessschritt 1 2 1
e Element/ von NB (cNB) DP NB (cNB)
Haufigkeit )

Attribut an DP NB (anfNB) NB (anfNB)
optional DtdBDEWNachrichtenVersion 1.1a 1.1a 1.1a
1.1 xsd:sequence
1.1 Documentlidentification
required v X X X
1..1 DocumentVersion
required v X X X
1.1 DocumentType
required v A42 A42 A42
1.1 ProcessType
required v A4l A4l A4l
1..1 Senderldentification
required v MP-ID NB MP-ID DP MP-ID NB
required codingScheme A10|NDE A10|NDE A10|NDE
1..1 SenderRole
required v Al18 A39 A18
1..1 Receiverldentification
required v MP-ID DP MP-ID NB MP-ID NB
required codingScheme A10|NDE A10|NDE A10|NDE
1..1 ReceiverRole
required v A39 Al18 A18
1..1 CreationDateTime
required v X X X
1..1 ActivationTimelnterval
required v X X X
0.1 Orderldentification
required v X X X
0.1 OrderldentificationVersion
required v X X X
0.5 ActivationTimeSeries
1..1 xsd:sequence
1..1 Allocationldentification
required v X X X
0.1 ResourceProvider
required v MP-ID NB MP-ID NB MP-ID NB
required codingScheme A10|NDE A10|NDE A10|NDE
1..1 BusinessType
required v A46 AL6 Ad6
1..1 AcquiringArea
required v 10YCB-GERMANY--8 10YCB-GERMANY--8 10YCB-GERMANY--8
required codingScheme AO1 AO1 AO1
1..1 ConnectingArea
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Aktualisierung der Abrufriickmeldung fiir den Abruf einer CR mit DP

Aktualisierung der Abrufriickmeldung fiir

ActivationDocument SD den Abruf einer CR ohne DP
Prozessschritt 1 2 1
e Element/ von NB (cNB) DP NB (cNB)
Haufigkeit )
Attribut an DP NB (anfNB) NB (anfNB)
10YDE-VE------- 2| 10YDE-VE------- 2| 10YDE-VE------- 2|
10YDE-RWENET---| 10YDE-RWENET---I| 10YDE-RWENET---I|
required v 10YDE-EON------ 1| 10YDE-EON------ 1] 10YDE-EON------ 1]
10YDE-ENBW-----N | 10YDE-ENBW-----N | 10YDE-ENBW-----N |
10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3
required codingScheme A01 AO01 AO1
1..1 MeasureUnit
required v MAW MAW MAW
1..1 Direction
required v AO01|A02 AO01|A02 AO01|A02
1..1 Status
required v A06 A06 A06
1..1 ResourceObject
required v CR-ID CR-ID CR-ID
required codingScheme NDE NDE NDE
0.1 SendersDocumentlidentification
v
0.1 SendersDocumentVersion
required v
0.1 SendersDocumentDateTime
required v
0.1 SendersTimeSeriesldentification
required v
0.1 OriginalSenderldentification
required v MP-ID anw. NB
required codingScheme A10|NDE
0.1 OriginalDocumentidentification
required v X
0.1 OriginalDocumentVersion
required v X
0.1 OriginalDocumentDateTime
required v X
0.1 OriginalAllocationldentification
required v X
i Period
1..1 xsd:sequence
1..1 Timelnterval
required v X X X
1..1 Resolution
required v PT15M PT15M PT15M
1D Interval
1.1 xsd:sequence
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A Aktualisierung der Abrufriickmeldung fiir den Abruf einer CR mit DP Aktualisierung der.AbrufruckmeIdung fir
ActivationDocument SD den Abruf einer CR ohne DP
Prozessschritt 1 2 1
e Element/ von NB (cNB) DP NB (cNB)
Haufigkeit )
Attribut an DP NB (anfNB) NB (anfNB)
1.1 Pos
required v X X X
1.1 Qty
required v X X X
0.2 Reason
1..1 xsd:sequence
1..1 ReasonCode
required v A44|A95 A44|A95 A44|A95
0.1 ReasonText
required v (] o o
0 .. unbounded Reason
1..1 xsd:sequence
1..1 ReasonCode
required v A57|A95|A96 A57|A95|A96 A57|A95|A96
0.1 ReasonText
required v (] o o
0... unbounded ScheduleTimeSeries
1.1 xsd:sequence
1.1 TimeSeriesldentification
required v X X X
1..1 BusinessType
required v 207 207 207
1.1 Product
required v 8716867000016 8716867000016 8716867000016
1..1 InArea
10YDE-VE------- 2| 10YDE-VE 2| 10YDE-VE------- 2|
10YDE-RWENET---I| 10YDE-RWENET---I| 10YDE-RWENET---I|
required v 10YDE-EON------ 1| 10YDE-EON------ 1] 10YDE-EON------ 1|
10YDE-ENBW-----N | 10YDE-ENBW-----N| 10YDE-ENBW-----N||
10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3
required codingScheme A01 AO1 AO1
1.1 OutArea
10YDE-VE---—---- 2| 10YDE-VE------- 2| 10YDE-VE------- 2|
10YDE-RWENET---1| 10YDE-RWENET---I| 10YDE-RWENET---I|
required v 10YDE-EON------ 1| 10YDE-EON----—-- 1] 10YDE-EON----—-- 1|
10YDE-ENBW-----N | 10YDE-ENBW-----N | 10YDE-ENBW-----N |
10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3
required codingScheme A01 AO1 AO1
1..1 InParty
required v X X X
required codingScheme A01 A01 AO01
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Aktualisierung der Abrufriickmeldung fiir den Abruf einer CR mit DP

Aktualisierung der Abrufriickmeldung fiir

ActivationDocument den Abruf einer CR ohne DP

1 2 1
et s Element/ NB (cNB) DP NB (cNB)
Haufigkeit )
Attribut DP NB (anfNB) NB (anfNB)

1.1 OutParty

required v X X X

required codingScheme A01 A01 AO1

1..1 MeasurementUnit

required v MAW MAW MAW

Period

1.1

1.1 xsd:sequence

1..1 Timelnterval

required v X X X

1.1 Resolution

required v PT15M PT15M PT15M

Interval

92 .. 100

1.1 xsd:sequence

1..1 Pos

required v X X X

1.1 Qty

required v X X X
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CNCrc

Datenformate Strom & Gas

Abruf fiir eine Steuergruppe mit DP

Abruf fiir eine Steuergruppe ohne DP

Anwendungstabelle

04.10.2023

ActivationDocument SD
Prozessschritt 1 2 3 4 1 2
e von| NB (anfNB) DP NB (anwNB) DP NB (anfNB) NB (anwNB)
Haufigkeit
an DP NB (anwNB) DP NB (anfNB) NB (anwNB) NB (anfNB)
optional DtdBDEWNachrichtenVersion 1.1a 1.1a 1.1a 1.1a 1l.1a 1l.1a
1.1 xsd:sequence
1.1 Documentlidentification
required X X X X X X
1..1 DocumentVersion
required X X X X X X
1.1 DocumentType
required A96 A96 A4l A4l A96 A4l
1.1 ProcessType
required A4l A4l A4l A4l A4l A4l
1..1 Senderldentification
required MP-ID NB MP-ID DP MP-ID NB MP-ID DP MP-ID NB MP-ID NB
required codingScheme A10|NDE A10|NDE A10|NDE A10|NDE A10|NDE A10|NDE
1..1 SenderRole
required Al8 A39 Al8 A39 Al18 Al18
1..1 Receiverldentification
required MP-ID DP MP-ID NB MP-ID DP MP-ID NB MP-ID NB MP-ID NB
required codingScheme A10|NDE A10|NDE A10|NDE A10|NDE A10|NDE A10|NDE
1..1 ReceiverRole
required A39 A18 A39 Al18 Al8 Al8
1..1 CreationDateTime
required X X X X X X
1..1 ActivationTimelnterval
required X X X X X X
0.1 Orderldentification
required X X X
0.1 OrderldentificationVersion
required X X X
0.5 ActivationTimeSeries
1..1 xsd:sequence
1..1 Allocationldentification
required v X X X X X X
0.1 ResourceProvider
required v MP-ID NB MP-ID NB MP-ID NB MP-ID NB MP-ID NB MP-ID NB
required codingScheme A10|NDE A10|NDE A10|NDE A10|NDE A10|NDE A10|NDE
1..1 BusinessType
required v A85 A85 A85 A85 A85 A85
1..1 AcquiringArea
required v 10YCB-GERMANY--8 10YCB-GERMANY--8 10YCB-GERMANY--8  10YCB-GERMANY--8 10YCB-GERMANY--8 10YCB-GERMANY--8
required codingScheme AO1 AO01 AO01 AO01 AO01 AO1
1..1 ConnectingArea
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Datenformate Strom & Gas

ActivationDocument o Abruf fiir eine Steuergruppe mit DP Abruf fiir eine Steuergruppe ohne DP
Prozessschritt 1 2 3 4 1 2
Haufigkeit Element/ von| NB (anfNB) DP NB (anwNB) DP NB (anfNB) NB (anwNB)
Attribut an DP NB (anwNB) DP NB (anfNB) NB (anwNB) NB (anfNB)
10YDE-VE------- 2| 10YDE-VE------- 2| 10YDE-VE------- 2| 10YDE-VE------- 2| 10YDE-VE------- 2| 10YDE-VE------- 2|
10YDE-RWENET---I| 10YDE-RWENET---I|  10YDE-RWENET---I| 10YDE-RWENET---I| 10YDE-RWENET---I| 10YDE-RWENET---I|
required v 10YDE-EON------ 1| 10YDE-EON------ 1| 10YDE-EON------ 1] 10YDE-EON------ 1| 10YDE-EON------ 1| 10YDE-EON------ 1|
10YDE-ENBW-----N| 10YDE-ENBW-----N|  10YDE-ENBW-----N| 10YDE-ENBW-----N | 10YDE-ENBW-----N | 10YDE-ENBW-----N |
10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3
required codingScheme AO1 AO01 A01 A01 A01 A01
1..1 MeasureUnit
required v P1 P1 P1 P1 P1 P1
1..1 Direction
required v AO01|A02 AO01|A02 AO01|A02 AO01|A02 AO01|A02 AO01|A02
1..1 Status
required v Al10 A10 A06 A06 A10 A06
1..1 ResourceObject
required v SG-ID SG-ID SG-ID SG-ID SG-ID SG-ID
required codingScheme NDE NDE NDE NDE NDE NDE
0.1 SendersDocumentldentification
v X X X
0.1 SendersDocumentVersion
required v X X X
0.1 SendersDocumentDateTime
required v
0.1 SendersTimeSeriesldentification
required v
0.1 OriginalSenderldentification
required v MP-ID anf. NB MP-ID anw. NB
required codingScheme A10|NDE A10|NDE
0.1 OriginalDocumentidentification
required v X X
0.1 OriginalDocumentVersion
required v X X
0.1 OriginalDocumentDateTime
required v X X
0.1 OriginalAllocationldentification
required v X X
1.1 Period
1..1 xsd:sequence
1..1 Timelnterval
required v X X X X X X
1..1 Resolution
required v PT15M PT15M PT15M PT15M PT15M PT15M
92..100 Interval
1.1 xsd:sequence
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Datenformate Strom & Gas

ActivationDocument o Abruf fiir eine Steuergruppe mit DP Abruf fiir eine Steuergruppe ohne DP
Prozessschritt 1 2 3 4 1 2
e Element/ von| NB (anfNB) DP NB (anwNB) DP NB (anfNB) NB (anwNB)
Haufigkeit )
Attribut an| DP NB (anwNB) DP NB (anfNB) NB (anwNB) NB (anfNB)
1.1 Pos
required v X X X X X X
1.1 Qty
required v X X X X X X
0.2 Reason
1.1 xsd:sequence
1..1 ReasonCode
required v Z05|209|z10 Z05|z09|z10 A44|A95 A44|A95 Z05|z09|Zz10 A44|A95
0.1 ReasonText
required v o o [¢]
0 .. unbounded Reason
1..1 xsd:sequence
1..1 ReasonCode
required v A57|A95|A96 A57|A95|A96 A57|A95|A96
0.1 ReasonText
required v o o [¢]
0... unbounded ScheduleTimeSeries [6] [6] [6] [6] 6] 6]
1.1 xsd:sequence
1.1 TimeSeriesldentification
required v X X X X X X
1.1 BusinessType
required v Z07 207 207 207 207 207
1.1 Product
required v 8716867000016 8716867000016 8716867000016 8716867000016 8716867000016 8716867000016
1..1 InArea
10YDE-VE------- 2| 10YDE-VE------- 2| 10YDE-VE------- 2| 10YDE-VE------- 2| 10YDE-VE------- 2| 10YDE-VE------- 2|
10YDE-RWENET---I| 10YDE-RWENET---I|  10YDE-RWENET---I| 10YDE-RWENET---I| 10YDE-RWENET---I| 10YDE-RWENET---I|
required v 10YDE-EON------ 1| 10YDE-EON------ 1| 10YDE-EON------ 1] 10YDE-EON------ 1| 10YDE-EON------ 1| 10YDE-EON------ 1|
10YDE-ENBW-----N | 10YDE-ENBW-----N|  10YDE-ENBW-----N| 10YDE-ENBW-----N| 10YDE-ENBW-----N| 10YDE-ENBW-----N|
10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3
required codingScheme AO01 A01 A01 A01 A01 AO01
1.1 OutArea
10YDE-VE---—---- 2| 10YDE-VE---—---- 2| 10YDE-VE------- 2| 10YDE-VE------- 2| 10YDE-VE---—---- 2| 10YDE-VE------- 2|
10YDE-RWENET---I| 10YDE-RWENET---I|  10YDE-RWENET---I| 10YDE-RWENET---I| 10YDE-RWENET---I| 10YDE-RWENET---I|
required v 10YDE-EON---—--- 1| 10YDE-EON---—--- 1| 10YDE-EON----—-- 1] 10YDE-EON---—--- 1| 10YDE-EON---—--- 1| 10YDE-EON---—- 1]
10YDE-ENBW-----N| 10YDE-ENBW-----N|  10YDE-ENBW-----N| 10YDE-ENBW-----N | 10YDE-ENBW-----N | 10YDE-ENBW-----N |
10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3
required codingScheme AO1 A0l AO01 A0l AO01 AO01
1..1 InParty
required v X X X X X X
required codingScheme A01 A01 A01 AO01 AO01 AO01
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Datenformate Strom & Gas

Abruf fiir eine Steuergruppe mit DP

Abruf fiir eine Steuergruppe ohne DP

ActivationDocument SD
Prozessschritt 1 2 3 4 1 2
e Element/ von NB (anfNB) DP NB (anwNB) DP NB (anfNB) NB (anwNB)
Haufigkeit )
Attribut an| DP NB (anwNB) DP NB (anfNB) NB (anwNB) NB (anfNB)
1.1 OutParty
required v X X X X X X
required codingScheme AO1 A01 A01 AO01 A01 A0l
1..1 MeasurementUnit
required v MAW MAW MAW MAW MAW MAW
Period
1.1
1.1 xsd:sequence
1..1 Timelnterval
required v X X X X X X
1.1 Resolution
required v PT15M PT15M PT15M PT15M PT15M PT15M
TG Interval
1.1 xsd:sequence
1..1 Pos
required v X X X X X X
1..1 Qty
required v X X X X X X
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Aktualisierung der Abrufriickmeldung fiir Aktualisierung der Abrufriickmeldung fiir
ActivationDocument sD den Abruf einer SR und SG mit DP den Abruf einer SR und SG ohne DP
Prozessschritt 1 2 1
Element/ von NB (anwNB) DP NB (anwNB)
Haufigkeit )

Attribut an DP NB (anfNB) NB (anfNB)
optional DtdBDEWNachrichtenVersion 1.1a 1.1a 1.1a
1.1 xsd:sequence
1.1 Documentlidentification
required v X X X
1..1 DocumentVersion
required v X X X
1.1 DocumentType
required v A42 A42 Ad2
1.1 ProcessType
required v A4l A4l Adl
1..1 Senderldentification
required v MP-ID NB MP-ID DP MP-ID NB
required codingScheme A10|NDE A10|NDE A10|NDE
1..1 SenderRole
required v A18 A39 A18
1..1 Receiverldentification
required v MP-ID DP MP-ID NB MP-ID NB
required codingScheme A10|NDE A10|NDE A10|NDE
1..1 ReceiverRole
required v A39 Al18 A18
1..1 CreationDateTime
required v X X X
1..1 ActivationTimelnterval
required v X X X
0.1 Orderldentification
required v X X X
0.1 OrderldentificationVersion
required v X X X
0.5 ActivationTimeSeries
1..1 xsd:sequence
1..1 Allocationldentification
required v X X X
0.1 ResourceProvider
required v MP-ID NB MP-ID NB MP-ID NB
required codingScheme A10|NDE A10|NDE A10|NDE
1..1 BusinessType
required v A46|A85 A46|A85 A46|A85
1..1 AcquiringArea
required v 10YCB-GERMANY--8 10YCB-GERMANY--8 10YCB-GERMANY--8
required codingScheme AO1 AO1 AO1
1..1 ConnectingArea
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Aktualisierung der Abrufriickmeldung fiir

Aktualisierung der Abrufriickmeldung fiir

ActivationDocument sD den Abruf einer SR und SG mit DP den Abruf einer SR und SG ohne DP
Prozessschritt 1 2 1
ey . Element/ von NB (anwNB) DP NB (anwNB)
Haufigkeit )
Attribut an DP NB (anfNB) NB (anfNB)
10YDE-VE------- 2| 10YDE-VE------- 2| 10YDE-VE------- 2|
10YDE-RWENET---| 10YDE-RWENET---I| 10YDE-RWENET---I|
required v 10YDE-EON------ 1| 10YDE-EON------ 1] 10YDE-EON------ 1]
10YDE-ENBW-----N | 10YDE-ENBW-----N | 10YDE-ENBW-----N |
10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3
required codingScheme AO01 AO1 AO1
1..1 MeasureUnit
required v MAW |P1 [2] MAW |P1 [2] MAW |P1 [2]
1..1 Direction
required v AO01|A02 AO01|A02 AO01|A02
1..1 Status
required v A06 A06 A06
1..1 ResourceObject
required v SR-ID|SG-ID SR-ID|SG-ID SR-ID|SG-ID
required codingScheme NDE NDE NDE
0.1 SendersDocumentlidentification
v
0.1 SendersDocumentVersion
required v
0.1 SendersDocumentDateTime
required v
0.1 SendersTimeSeriesldentification
required v
0.1 OriginalSenderldentification
required v MP-ID anw. NB
required codingScheme A10|NDE
0.1 OriginalDocumentidentification
required v X
0.1 OriginalDocumentVersion
required v X
0.1 OriginalDocumentDateTime
required v X
0.1 OriginalAllocationldentification
required v X
i Period
1..1 xsd:sequence
1..1 Timelnterval
required v X X X
1..1 Resolution
required v PT15M PT15M PT15M
1D Interval
1.1 xsd:sequence
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Aktualisierung der Abrufriickmeldung fiir Aktualisierung der Abrufriickmeldung fiir
ActivationDocument den Abruf einer SR und SG mit DP den Abruf einer SR und SG ohne DP
Prozessschritt 1 2 1
e s Element/ NB (anwNB) DP NB (anwNB)
Haufigkeit )
Attribut DP NB (anfNB) NB (anfNB)
1.1 Pos
required v X X X
1.1 Qty
required v X X X
0.2 Reason
1..1 xsd:sequence
1..1 ReasonCode
required v A44|A95 A44|A95 A44|A95
0.1 ReasonText
required v (] o o
0 .. unbounded Reason
1..1 xsd:sequence
1..1 ReasonCode
required v A57|A95|A96 A57|A95|A96 A57|A95|A96
0.1 ReasonText
required v (] o o
0... unbounded ScheduleTimeSeries
1.1 xsd:sequence
1.1 TimeSeriesldentification
required v X X X
1..1 BusinessType
required v 207 Z07 207
1.1 Product
required v 8716867000016 8716867000016 8716867000016
1..1 InArea
10YDE-VE------- 2| 10YDE-VE 2| 10YDE-VE------- 2|
10YDE-RWENET---I| 10YDE-RWENET---I| 10YDE-RWENET---I|
required v 10YDE-EON------ 1| 10YDE-EON------ 1] 10YDE-EON------ 1|
10YDE-ENBW-----N | 10YDE-ENBW-----N| 10YDE-ENBW-----N||
10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3
required codingScheme A01 AO1 AO1
1.1 OutArea
10YDE-VE------- 2| 10YDE-VE------- 2| 10YDE-VE------- 2|
10YDE-RWENET---1| 10YDE-RWENET---I| 10YDE-RWENET---I|
required v 10YDE-EON------ 1| 10YDE-EON------ 1] 10YDE-EON----—-- 1|
10YDE-ENBW-----N | 10YDE-ENBW-----N | 10YDE-ENBW-----N |
10YFLENSBURG---3 10YFLENSBURG---3 10YFLENSBURG---3
required codingScheme A01 AO1 AO1
1..1 InParty
required v X X X
required codingScheme A01 A01 AO01
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Aktualisierung der Abrufriickmeldung fiir Aktualisierung der Abrufriickmeldung fiir
ActivationDocument sD den Abruf einer SR und SG mit DP den Abruf einer SR und SG ohne DP
Prozessschritt 1 2 1
Element/ von NB (anwNB) DP NB (anwNB)
Haufigkeit )
Attribut an| DP NB (anfNB) NB (anfNB)
1.1 OutParty
required v X X X
required codingScheme A01 A01 AO1
1..1 MeasurementUnit
required v MAW MAW MAW
Period
1.1
1.1 xsd:sequence
1..1 Timelnterval
required v X X X
1.1 Resolution
required v PT15M PT15M PT15M
Interval
92..100
1.1 xsd:sequence
1..1 Pos
required v X X X
1.1 Qty
required v X X X
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FuRnoten

FuBnote [Hinweis
[1] |geldscht
Bei der Sollwertanweisung ist nur die MeasureUnit P1 zu
[2] |verwenden; bei der Deltaanweisung ist nur die MeasureUnit
MAW maoglich.

Die Angabe ist verpflichtend, wenn die EIV MP-ID (iber die
Stammdaten vorliegt. Hinweis: Der EIV hat hierzu die initialen

[3] Stammdaten fiir diese SR geliefert. Diese FuRnote ist nur bis zum
in der Umsetzungsfrage Redispatch_013 genannten Datum zu

bericksichtigen.

Wenn zuvor Planungsdaten vom EIV geliefert wurden, ist diese
Information anzugeben.

Die ScheduleTimeSeries sind nur flir Aktivierungen von
Steuerbaren Ressourcen im Planwertmodell anzugeben.

Die ScheduleTimeSeries ist fir jedes Bilanzkreispaar aus dem
gemeldeten BK des anfNB und den betroffenen BKV der LF aller in
[6] der Steuergruppe enthaltenen SR im Planwertmodell anzugeben.
Sofern in der Steuergruppe keine SR im Planwertmodell enthalten
ist, entfallt die ScheduledTimeSeries.

[4]

5]
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